VALVE BOX PAD DETAIL
SEE MSG-W-04

EXISTING OR
PROPOSED
FINISHED GRADE

SUPPORT BOX WITH
MINIMUM OF THREE (3)
COURSES OF BRICK

COMPACTED
BACKFILL TO
NATURAL GROUND

COMPACTED 3/4”
CLEAN GRANULAR
CRUSHED STONE

WATER VALVE
BOX COVER
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AS REQUIRED BY AW.*

ADJUSTABLE
CAST IRON
VALVE BOX

CENTERING RING

VALVE SIZE +12”
ALONG WIDTH OF VALVE

GATE VALVE AND VALVE BOX

CONCRETE BLOCKING
PAD TO BE USED
WITH PVC PIPE

REVISIONS
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GATE VALVE AND VALVE BOX
DETAIL
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* MINIMUM COVER BASED ON
PROJECT LOCATION
DEPTH COVER LOCATION
AL, IL, IA, MD,
36" OK, KS, TX,
CA & VA
42" NJ
48" ut

CAMDEN, NJ 08102
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