COVER W/ “WATER” CAST ON TOP

IN UNPAVED AREAS, USE BACKFILL

COMPACTED IN ACCORDANCE WITH
AW SPECIFICATIONS
EXIST. GRADE

1’=6" SQUARE CONCRETE COLLAR,
3000 PSI CONCRETE. DRAIN AWAY
FROM VALVE BOX.

PAVEMENT UNDER PAVED AREAS, USE
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BACKFILL COMPACTED IN
ACCORDANCE WITH AW’S
5 SPECIFICATIONS

SUPPORT VALVE BOX AS PER
VALVE BOX DETAIL

18" MIN.
SET SCREW GLAND INSULATED SOLID COPPER
TRACING WIRE INSTALLED
3 ABOVE PIPE (TYP.)
___________ 5 1
|
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EXISTING WATER MAIN
D.l. SLEEVE J X MJ GATE VALVE
INSTALLED WITH BL°°";§§ o/L, R/S
MEGA—LUGS
CUT OUT SECTION
OF EXISTING WATER MAIN |

CUTTING—=IN SLEEVE AND

VALVE

INSTALLATION
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