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SANITARY FORCE MAIN CLEANOUT DETAIL

NOTES:

1. VALVES, VALVE BOXES AND VALVE EXTENSIONS SHALL MEET THE SAME
REQUIREMENTS AS SHOWS IN THE STANDARD WATER DETAILS.

2. VALVE MARKER POSTS SHALL MEET THE SAME REQUIREMENTS AS SHOWN
IN THE WATER DETAILS AND BE PAINTED AS SPECIFIED IN THE STANDARD
CONSTRUCTION NOTES.

3. ALL DIP AND FITTING SHALL BE PROTECTOR 401 EPOXY COATED. ALL PIPE
AND FITTINGS SHALL BE RESTRAINED JOINT.
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