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CONNECTION TO EXISTING MANHOLE

NOTES:

1.
2.
3.

CORE DRILL NEW PIPE OPENING.
INSERT NEW FLEXIBLE CONNECTOR.

AFTER INSERTION OF NEW PIPE, MANHOLE SHALL BE VACUUM TESTED IN ACCORDANCE WITH SPECIFICATIONS.

BRICK MANHOLES CAN NOT BE CORE DRILLED
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